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1216'-8 1/4"EL

T.O. COPING

1215'-10 3/4"EL

T.O. STEEL

1215'-3 3/4"EL

BOT. OF ROOF DECK

1220'-2 3/4"EL

T.O. BRIDGE PIER (BEYOND)

1205'-3 1/2"EL

T.O. STEEL

1204'-10 3/4"EL

BRIDGE DECK

6.56

HSS 5.5 CIRCULAR TUBES

FORMING TRUSS - SEE STRL.

HSS 18"X6" TUBE - SEE

STR'L. - PAINTED (TYP.)

NOTE: PROVIDE DIAGONAL BRACING

AS REQ'D.

CONT. 1/4" BENT STL. PLATE

W/1'-4" VERTICAL LEG

SEALANT

BED OF SEALANT

3-2"X12" TREATED WOOD BLKG. OVER CONT.

TREATED 2"X6" - ANCHOR TO BENT STL. PLATE -

PROVIDE 1/2" COVER BOARD OVER TOP & UP INSIDE OF

WOOD BLKG.

PREFORMED METAL COPING W/ HEMMED

EDGES & CONCEALED FASTENERS

EXTEND VAPOR RETARDER

OVER TOP OF WOOD BLKG.

EXTEND TPO MEMBRANE

OVER COVER BOARD

AT TOP OF COPING.

ROOF DRAIN BEYOND - PROVIDE

2" INSUL. AT DRAIN (MIN.)

TPO ROOFING MEMBRANE ON

1/2" COVER BOARD, TAPERED

RIGID INSUL., VAPOR RETARDER,

& 5/8" SHEATHING

NOTE: ROOF DRAINS PIPED THROUGH

CEILING SPACE & DRAIN TO LEADER

AT EACH END WITHIN BRICK - FACED

PIERS

NOTE: AT ENDS BEYOND BRICK - FACED

PIERS, SUBSTITUTE 3" INSULATED METAL

PANEL 3'-0" WIDE IN PLACE OF

WINDOW.

HSS 18"X6" TUBE SEE

STRL. - PAINTED (TYP.).

ALUMN. COMPOSITE PANELS

OVER AIR/VAPOR BARRIER

& 5/8" SHEATHING -SEE

SPECS.

NOTE: INTERIOR FINISHES

SHOWN

ELSEWHERE

5/8" SHEATHING & AIR/VAPOR BARRIER

8" STL. BEAM - SEE STRL.

8" (R-25) BATT INSUL.

1/2" JOINT

ALUM. COMPOSITE SOFFIT OVER AIR/VAPOR

BARRIER ON 6" GALV. STL. 16 GA. FRAMING-

SEAL AIR/VAPOR BARRIER TO HSS TUBE

SEALANT

NOTE: AT BRICK-FACED BRIDGE

PIER PROVIDE 1" FLEXIBLE EXPANSION

JOINT AT ALL STRUCTURAL STEEL

MEMBERS WHICH PENETRATE-PROVIDE

ALL AROUND (TYP.)-SEE DTL.

6/AS5-303 FOR CONDITION AT LOWER

HSS TUBE

1" EXP. JOINT AT BRICK PIER (TYP.)-

SEE DTL. 7/AS5-303 FOR CONDITION

AT UPPER HSS TUBE
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1205'-3 1/2"EL

T.O. STEEL

1204'10 3/4"EL

BRIDGE DECK

6 6.5
6" (R-19) BATT INSUL.16" HIGH

ALUM. COMPOSITE PANEL - FRONT END

FLUSH W/ HSS TUBE - BACK END 1/2"

HIGHER - INSTALL ON 16 GA. STEEL

CHANNELS - EXTEND FLSHG. OVER TUBE

& INSTALL OVER BED OF SEALANT

2" (R-10) RIGID INSUL. (MIN.)

8" (R-25) BATT INSUL.

6" GALV. STL. 16 GA. FRAMING

@ 16" O.C.

AIR/VAPOR BARRIER - SEAL TO

HSS TUBE ABOVE & BELOW CONC.

DECK.

FLSHG. TO MATCH

PANEL & SEALANT (TYP.)

FLSHG. & SEALANT

CONCRETE COMPOSITE

FLOOR DECK

OPP. HD.

8" DEEP STEEL BEAM-SEE STR'L.

18"X6" HSS TUBE (PTD.)-

SEE STR'L.

HSS 5.5 CIRCULAR TUBES

(PTD.)-SEE STR'L.

ALUMINUM COMPOSITE PANELS &

3/8" METAL FURRING

AIR/VAPOR BARRIER OVER 5/8"

SHEATHING
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1216'-8 1/4"EL

T.O. COPING

1215'-10 3/4"EL

T.O. STEEL

1215'-3 3/4"EL

BO. OF ROOF DECK

6 6.5

6" GALV. STL. 16 GA FRAMING

6" (R-19) BATT INSUL.

FLSHG. & SEALANT

NOTE: PROVIDE SIMILAR CURB AT EACH END

OF BRIDGE. SEE EXPANSION JOINT DETAILS.

OPP. HD.

SEALANT

18"X6" HSS TUBE (PTD.)-

SEE STR'L.

HSS 5.5 CIRCULAR TUBES

(PTD.)-SEE STR'L.

AIR/VAPOR BARRIER-SEAL

TO HSS TUBE

ALUMINUM COMPOSITE PANEL

& 3/8" MTL. FURRING

3" INSULATED METAL PANELS (R-21)

AIR/VAPOR BARRIER OVER 5/8"

SHEATHING- SEE SPECS

3" GALV. STL. ROOF DECK

CONT. 1/4" BENT STL. PLATE

W/ 1'-4" VERTICAL LEG
3-2"X12" TREATED WOOD BLKG. OVER CONT.

TREATED 2"X6"-ANCHOR TO BENT STL. PLATE-

PROVIDE 1/2" COVER BOARD OVER TOP & UP

INSIDE FACE OF WOOD BLKG.

TPO ROOFING MEMBRANE ON 1/2" COVER BOARD,

TAPERED RIGID INSUL., VAPOR RETARDER & 5/8"

SHEATHING

EXTEND TPO MEMBRANE OVER COVER BOARD

& WOOD BLKG.

PREFORMED METAL COPING W/ HEMMED

EDGES & CONCEALED FASTENERS

SEALANT
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3" INSULATED METAL PANELS (R-21)

OVER AIR/VAPOR BARRIER & 5/8"

SHEATHING ON 6" GALV. STL. 16

GA. STUDS @ 16" O.C.

6" (R-19) BATT INSUL.

OPP. HD.

ALUMINUM WINDOW FRAME W/1" CLEAR

LOW-E INSULATING GLASS
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OVER AIR/VAPOR BARRIER & 5/8"

SHEATHING ON 6" GALV. STL.

16 GA. STUDS @ 16" O.C.

FLSHG. & SEALANT

ALUM. FRAME WINDOW

W/1" CLEAR LOW-E

INSULATING GLASS

OPP. HD.
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BUILDING SECTION

DETAILS-BRIDGE

 1" = 1'-0"
1 SECTION THRU BRIDGE

 1 1/2" = 1'-0"
2 BRIDGE SOFFIT DETAIL

 1 1/2" = 1'-0"
3 BRIDGE COPING DETAIL

 1 1/2" = 1'-0"
4 BRIDGE WINDOW HEAD DETAIL

 1 1/2" = 1'-0"
5 BRIDGE WINDOW SILL DETAIL
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